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CONSTRUCTION NOTES:
0.212 MG AWWA D100 WELDED STEEL WATER STORAGE
TANK, SEE SHEET C-104

0.125 MG AWWA D100 WELDED STEEL WATER STORAGE
TANK. SEE SHEET C-105

INSTALL 8-INCH DIP PER SPECIFICATION SECTION
402040

TANK NO.1 CONNECTION PER DETAIL

TANK NO. 2 CONNECTION PER DETAIL

8-INCH GATE VALVES, FLGxMJ

RETAINING WALL PER DETAIL

CONCRETE STAIRS PER DETAIL

6-INCH PVC STORM DRAIN. CONNECT TO (E) DRAIN
SYSTEM

8-INCH 45° D.I. ELBOW, MJxMJ

PROTECT IN PLACE (E) 4'x4'x18" CONCRETE PAD BELOW
CROSS

THRUST BLOCK
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C-5011

C-501

X
C-50X

TANK DIAMETER MAXIMUM
OPERATING LEVEL FREEBOARD TANK

HEIGHT
RINGWALL FOOTING
DEPTH WIDTH

1 39.0 ft 23.0 ft 3.0 ft 26.0 ft 30 in 30 in
2 30.0 ft 23.0 ft 3.0 ft 26.0 ft 30 in 30 in

GENERAL NOTES:
1. SUBMIT CONSTRUCTION PHASING PLAN PER

SPECIFICATION SECTION 011100.

2. ALL BURIED DUCTILE IRON PIPE AND FITTINGS SHALL BE
MECHANICALLY RESTRAINED PER SPECIFICATION SECTION
402040.

3. ONLY  DISTRICT PERSONNEL WILL OPERATE EXISTING
VALVES AND EQUIPMENT. COORDINATE WITH DISTRICT
AND PROVIDE 72-HOUR NOTICE PER SPECIFICATION
SECTION 011000.

4. INSTALL BURIED PIPING PER SPECIFICATION SECTION
312316.
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